NEW-FLOW

Instruction Manual

EXPLOSION PROOF TYPE CABLE GLAND
ECG SERIES
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NEW-FLOW TECHNOLOGIES, INC.

No.9 Lane 133 Xing-Hua St.,Chien Chen Dist.Kaohsiung City 806,Taiwan
Tel.: 886-7-8135500 Fax.: 886-7-8225588/8159758
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6~8 8 13.50Nm

c20 8-~10 10 20.25Nm
10~12 12 33.75Nm

10~12 12 27.00Nm

c25 12~14 14 33.75Nm
14~16 16 40.50Nm

16-18 18 47.25Nm

C32 18~20 20 54.00Nm
20~22 22 60.75Nm

22-24 24 67.50Nm

C40 24~26 26 74.25Nm
26~28 28 81.00Nm

28~30 30 87.75Nm

c45 30-32 32 94.50Nm
32~-34 34 108.00Nm
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